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Installation Instructions

Existing vapor barrier

EPDM mat pulled down onto outer 
bead of ISC50 adapter

EPDM is attached to the vapour 
barrier using special tape supplied 
with EPDM kit

Square section cut out of barrier

EPDM mat pulled up over joint until level 
with barrier

Locking Band connected
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Installation Instructions

Protect Box lowered into position and 
fastened securely to the joints

Insulation replaced around Protect 
Box

Ready!

Additional components installed and 
secured with locking bands

2-piece fire stop plate attached securely 
to joists
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